In this work a nanofluid based on multi-walled carbon nanotubes was formulated, and its heat transfer characteristics experimentally examined for turbulent flow in a straight tube. The experiments found that using the nanofluid resulted in an increase in pumping power and also a decrease in the observed convective heat transfer characteristics. This suggests that multi-walled carbon nanotube nanofluids in turbulent flows will actually impair heat transfer rather than improve it, and so may not be an appropriate heat transfer media in forced turbulent flows.
Introduction
Introducing small particles into heat transfer fluids in order to increase the thermal performance of the fluid is not a new idea. More than a century ago Maxwell [1] published a theoretical work that showed the effective thermal properties of fluids could be improved by the addition of highly thermally conductive particles dispersed in a base fluid. However until recently these studies were limited to solid particles at millimetre or micrometre scale dispersed in a liquid media, the stability of such fluids is very poor and the particles tend to coagulate. However, in recent years, modern technologies have facilitated the manufacture of the particles down to nanometre scale. As such it is possible make nanoparticle dispersions in a base fluid that exhibit increased dispersion quality and stability [2] . In this regard, the term nanofluid was coined in the mid-1990's to describe a solid-liquid two phase mixture consisting of engineered nanometre-sized metallic, non-metallic or oxide particles suspended in a base liquid [3] .
In an early study Choi et al [3] presented a theoretical analysis of copper metallic particle based nanofluids and concluded that it increased the effective thermal conductivity of the solutions significantly. Furthermore, during the past two decades numerous research works have examined the thermal properties of these nanofluids in the hope of improving the thermal 2 characteristics of cooling liquids. Many of them concluded in showing the thermal conductivity of a base liquid increased by adding small particles in suspension [4] .
However, limited work has been undertaken on forced convection heat transfer using nanofluids [5] . Pak et al [6] studied the forced heat convection heat transfer coefficient of nanofluids containing Al 2 O 3 and TiO 2 nanoparticles under turbulent flow. They found that Nusselt number increased with an increase in the volume fraction of nanoparticles and Reynolds number.
Subsequently Eastman et al [7] reported an improvement in heat transfer coefficients with a CuO based nanofluid. In 2008 Williams [8] observed a considerable increase in heat transfer coefficient when ZrO 2 based nanoparticle were used.
Additionally, many experimental studies have reported very high thermal conductivity for carbon nanotubes (CNT) [9, 10] , therefore one might expect that a fluid suspension consisting of CNT would deliver better thermal properties than conventional liquids. In this respect, [11] applied a multi-walled carbon nanotube (MWCNT) based nanofluid to enhance the efficiency of a flat plate solar collector. However there is very limited work on forced convection heat transfer of MWCNT based nanofluids in turbulent flow [12] . Moreover, the improvements reported by Choi et al [13] could not be reproduced by subsequent studies on MWCNT based nanofluids [14] .
In summary, there are a number of studies that have reported inconsistent results [6, [15] [16] [17] [18] and also some studies showing a decrease in heat transfer coefficient after adding nanoparticles to the base fluids [16, 19] . As such, where previous studies concentrated on laminar flow or various formulations of nanofluids, for this study, it was decided to investigate the forced convection heat transfer of a MWCNT nanofluid under turbulent flow conditions.
Experimental Method
To determine the convective heat transfer from the MWCNT nanofluid, a copper tube-in-tube heat exchanger was built with an inner and outer tube diameter of 1/4" and 1" respectively, as shown in Fig A control valve at the pump was used to control the flow rate of the fluid by allowing fluid to be 3 recirculated into the supply tank. Additionally, the temperature of the steam and the inlet and outlet temperatures of the heated inner tube were measured using T-type thermocouples (±0.3°C). The flow rate was measured by recording the time taken for a measured mass to be accumulated in a collection container.
Validation of experimental apparatus
In order to ensure that the experimental setup was able to accurately determine the convective heat transfer coefficients for turbulent flow in a tube, a preliminary experiment was conducted in which water was used as the heat transfer medium. From the inlet and outlet fluid temperature readings, as well as knowledge of the mass flow rate and specific heat of water, the heat transferred from the steam to the fluid (Q) can be calculated. Now because the wall resistance of the copper inner tube is relatively small it was assumed to be negligible, hence the overall forced convection heat transfer coefficient, h fc can be calculated according to Newton's law of cooling as given in Equation 1.
where ΔT ln is the Log-Mean Temperature Difference
Fifteen sets of readings were taken under steady state conditions for each flow condition, and the mean fluid temperature value was used to determine the physical properties of the heat transfer fluid for each flow condition. This allowed the Nusselt number and Reynolds number values to be determined for the experiment.
Now to validate the experimental apparatus, the experimental values of Nusselt number were compared to those predicted by the Gnielinski empirical correlation [20] shown in Equation 2.
For 0.7<Pr<2000 and 3000<Re<5 *10 6 where the friction factor (f ) is given by Petukhov's correlation [21] , as shown in Equation 3. 
In Fig. 2 , it can be seen that the Nusselt numbers obtained from the experiment compare favourably with those computed by Gnielinski's empirical correlation. As such, the experimental apparatus should be able to accurately determine the heat transfer characteristics of the nanofluid.
Nanofluid Pre-preparation
Nanofluids are not simply liquid-solid mixtures, but have special requirements. In this regard stability, homogenous suspension, durability of the suspensions and agglomeration effects should be considered while making such fluids.
As MWCNT particles are hydrophobic in nature their dispersability in water is expected to be poor. However, adding a surfactant that has hydrophobic and hydrophilic functional groups may improve the stability of the liquid [22] . Hence, it was decided to investigate the stability and the dispersion of the MWCNT nanoparticles in the water using a surfactant. Rastogi et al [22] compared the dispersion of MWCNT particles in water using four different surfactants: Triton X-100, Tween 20, Tween 80 and Sodium dodecyl sulphate, and found that Triton X-100 had the greatest ability to disperse MWCNT nanoparticles. In addition to that, sonication of the mixture appears to improve the dispersion ability of the particle in the fluid [23, 24] .
In order to minimize the agglomeration of nanoparticles and to study the stability of the MWCNT nanofluid, it was decided to use Triton X-100 surfactant in conjunction with sonication to prepare the MWCNT nanofluid. In undertaking this analysis different compositions, as shown in Table 1 , and different sonication times were tested.
Four portions of the each sample (MWCNT with an average diameter: 10-40 nm, length: 1-25μm, purity by weight: 93% min, specific surface area: 150-250 m 2 /g) [25] were sonicated for 10, 20, 30 and 40 minutes in a 2L 100W ultrasonic bath. Samples were stored in stoppered test tubes to be observed for a few days, to assess their stability over time. As can be seen in Fig. 3 the samples of the fourth experimental set, without any surfactant, MWCNT's precipitated regardless of the sonication time. This is understandable due to the hydrophobic nature of the MWCNT, which implies particle dispersion will be poor.
Additionally, the MWCNT particles precipitated more rapidly under 10 minutes sonication compared to the samples sonicated for longer periods. This illustrates the effect of the sonication time on producing a homogenous nanofluid. Furthermore, if we consider the effect of surfactant on the dispersion, as shown in Fig. 4 , samples of fluid sonicated for 30 minutes with a lower surfactant to MWCNT ratio (3 and 5) showed some agglomeration whilst samples of condition 1 and 2 were more homogenous.
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To understand the properties of the nanofluid better dried samples of untreated and surfactant treated MWCNT particles were examined with a scanning electron microscope (SEM). In Fig. 5 it can be seen that the MWCNT nanoparticles appear to be coated with what we believe to be, surfactant and are slightly less tangled in comparison to the untreated sample shown in Fig. 6 .
Finally, a magnified image, Fig. 7 , was used to confirm the diameter of the nanotubes as specified by the supplier.
Bulk nanofluid preparation
Based on the above stability experiment, it was decided to use 30 minutes of ultrasonic mixing to form a stable mixture. Although both the first and second sample solutions were stable enough to conduct the experiment, the first run of the second sample fluid (1 g of MWCNT and 2.5 ml surfactant in 1 L of water) through the test rig resulted in excessive loading on the pump and some agglomeration after pumping. Hence, it was decided to lower the nanoparticle loading while keeping a similar or higher surfactant to MWCNT volume ratio, by doing this one would expect the nanofluid to be more homogenous.
In order to prepare this solution, 0.24 g of MWCNT and 10 ml Triton X-100 were mixed with 990 ml of water for 30 minutes in the ultrasonic bath. Hence the volume ratio of the MWCNT to surfactant was kept at 1:90 while the MWCNT volume fraction in the final solution was 0.011%
(True density of the nanoparticle is 2.16g/cm 3 ). This process was repeated until 40 litres of nanofluid was prepared for use in the system. Subsequently, the same experimental testing and measurement procedure used in the water experiments was performed.
Analysis of Nanofluid and Results
In order to find the corresponding Nusselt numbers of the nanofluid at various flow rates, it is essential to calculate the thermo-physical properties of the nanofluid. For this work, the bulk properties of the nanofluid were calculated assuming they were a homogeneous liquid.
The heat capacity of the nanofluid can be found by calculating the heat capacity of the watersurfactant mixture, then using that value to calculate heat capacity of the MWCNT nanofluid by a simple mixing model. However, as there is no available data on the specific heat capacity of the surfactant, and the amount of surfactant used is small compared to the mass of water, the effect of surfactant on the heat capacity is assumed to be equal to water, so that the heat capacity of the nanofluid can be calculated using Equation 4 [26] .
where the density of the nanofluid ρ nf can be calculated using a mixing model as shown in Equation 5 [11] and C pnf is the heat capacity of the nanofluid while C pf and C pp are the heat capacities of water and nanoparticles respectively.
where ρ n is the density of the nanoparticle (taken to be 2.16g/cm 3 ) [27] while the density of the water is ρ f is based on the bulk temperature and ϕ is the volume fraction of nanoparticles.
The dynamic viscosity of the fluid can be calculated using the correlation for non-spherical particles suggested by Brenner et al [28] , considering the shape effects, as shown in Equation 6 .
where ƞ = and µ f is the viscosity of the base fluid and r is the aspect ratio of the particle, assumed to be 100 based on the suppliers data and the SEM images.
The relative viscosity of the base fluid was assumed to be the same as water, although there was surfactant dissolved in the water, the amount was not sufficient enough to change the viscosity of the resultant solution significantly [29] . Therefore the Reynolds number for the nanofluid can be determined from Equation 7
= * * µ
where D H is the diameter of the pipe; and v is the velocity of the fluid along the pipe, found from the mass flow rate. As such Newton's law of cooling allows the forced convection heat transfer coefficient to be determined as described previously.
To non-dimensionalise the results, and express them in terms of the Nusselt number, the thermal conductivity can be calculated using Hamilton and Crosser's modified Maxwell's model [30] for the effective thermal conductivity of spherical and non-spherical particles by using a shape factor as given in Equation 8 . The function consists of thermal conductivities of both solid and liquid phases, volume fraction and the shape of the dispersed particles.
Where n=6 for cylindrical particles, øR p is the particle volume fraction f is the thermal conductivity of water p is the thermal conductivity of the nanoparticle and nf is the thermal conductivity of the nanofluid The thermal conductivity of the MWCNT nanoparticles is in the range of 2000W/mK [31] while the thermal conductivity of the water was determined based on the bulk temperature.
By comparing the dimensionless parameters of water and the MWCNT nanofluid, the suitability of the nanofluid for forced convection heat transfer can be examined. From Fig. 8 we can see that the Nusselt number and corresponding Reynolds number for the nanofluid are significantly lower than those of water at the same flow condition under steady state.
Furthermore, it was observed that the nanofluid imparted a high loading on the pump, meaning that the pumping power to achieve a similar Reynolds number was significantly higher with a nanofluid than that of water. This is a significant observation in terms of using the nanofluid as a heat transfer fluid such as this may demand additional energy input not needed if water is used.
Conclusion
In this work, the forced convection heat transfer coefficient of a MWCNT nanofluid under fully developed turbulent flow was experimentally examined. By analysing both water and MWCNT nanofluid on the same equipment, it was found that operational conditions (such as pumping power) and thermophysical characteristics of the fluid vary significantly from the base fluid, water. However, the MWCNT based nanofluid did not improve the heat transfer characteristics; instead there was a significant drop in heat transfer capabilities. This suggests that MWCNT nanofluids in turbulent flows will actually impair heat transfer rather than improve it and so may not be an appropriate heat transfer media in forced turbulent flows. 
